REACTION BEARING AREAS FOR
HORIZONTAL WATER PIPE BENDS

BASED ON TEST PRESSURE OF 200 P.S.l. (ALL AREA IN SQUARE FEET)

11 _1/4 39,901 10 20 24 5 5 10 40 4

22 1/ 79,435 20 40 48 10 10 20 30 8

45 155,816 39 78 94 20 20 39 156 16

90 287,855 72 144 172 36 36 72 288 29

PLUG 203,575 51 102 122 26 26 51 204 21
NOTES:

REACTION BEARING AREAS ARE IN SQUARE FEET MEASURED IN A
VERTICAL PLANE IN THE TRENCH SIDE AT AN ANGLE OF 90" TO THE THRUST VECTOR.

USE 6"—-90° BEND VALUE FOR HYDRANTS FOR ADDITIONAL SAFETY FACTOR

DATE REVISED SCALE DETAIL V\/ ,I
8/16/04 8/18/04 NOT TO SCALE _ 1

THRUST BLOCKING DESIGN QUANTITY TABLE (SH 2 OF 3)
CITY OF BURLINGTON, NORTH CAROLINA
ENGINEERING DEPARTMENT




